
GENERAL NOTES

DETAIL NO. DETAIL NO.

2367 2367REMOTE FIRE DEPARTMENT CONNECTION

1.  Provide Building I.D. On Remote Fire Dept. Connection.

2.  No Trees, Bushes Or Walls Within 5’ Radius Of Fire Dept. Connection

3.  If Fire Sprinkler Design Indicates Demand Of 1000 GPM Or Greater, The

   Underground Fire Dept. Connection Line Shall Be Increased To 6" Diameter

   With A Three Way 2 12" Fire Dept. Hose Connection

CLASS 350 D.I.P.
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THRUST BLOCKING PER

MAG STD. DETAIL 380
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PER C.O.S. DET. 2363
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4" WRAPPED STEEL PIPE

PER FIRE CODE, C.O.S. 

SUPPLEMENT AND 

A.W.W.A. "C" 150

TO FACE STREET

4.  4’ Min. To Back Of Curb, or 2’ Min To Back Of Sidewalk, or When No

   Curb, 4’ Max. Outside The Clear Zone.
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Standard Details
City of Scottsdale

APPROVED BY:

Scottsdale Standards &
Specifications Committee


